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STANDARD OPERATING GUIDELINE 910

PREPLAN PROCEDURE

Purpose

The Crosby Volunteer Fire Department will conduct preplan inspections for the purpose of collecting information about structures for the purpose of keeping CVFD firefighters informed about potential hazards and strategy and tactics that may be necessary to conduct life safety and fire suppression operations in a safe and efficient manner.

Procedure

1. The Fire Marshall shall administer the preplanning program including scheduling, quality assurance, and standardization.

2. 
Once scheduled, building occupants shall be notified by telephone or face-to-face of the CVFD’s need to conduct a pre-plan inspection of the building. The inspection should be scheduled at a date and time that will be most convenient to the occupant so as to cause a minimum of business interruption. 

3. 
Check any existing preplan file on building before leaving the station. Take copy of existing preplan inspection.

4. 
Once on-site, make contact with building management and request someone to accompany inspection company(s) on the inspection to answer questions and get access to locked areas.

5. 
Make scale drawings of building floor plans and site plan for the building. Detail the drawings with information relevant to fire operations. 

6. 
Complete the Preplan Information sheet with the following:

A. Water Supply, including hydrant locations and drafting locations within 1,000 feet of the structure. 

B. Exterior Fire Protection Devices, including post indicator valve’s and outside screw & yoke valves. Mark on site plan map and building map.

C. Interior Fire Protection Devices, including standpipe and sprinkler cutoffs, alarm cutoffs, location and type of standpipe and/or sprinkler system: Make notes on information sheet, and mark on floor plan map.

D. Utilities:  Note type and location of cutoffs on information sheet. Note if there is any emergency power system.

E. Building Characteristics: Note size and dimensions of building. Note construction materials. Go to roof of building; note access to roof; check for heavy objects. 

F. Elevators:  Note type and operation of door and location of override keys.

G. Forcible entry and ventilation:  Note any unusual forcible entry problems and the best method of ventilating building. 

H. Hazardous materials:  Note type and location of hazardous materials, mark on building floor plan map.

I. Exterior exposures:  Note any possible exterior fire spread potential. Indicate exposures (including above ground propane or similar hazards) on preplan drawings.

J. Submit finished copies to the Fire Marshall. 

